The Omar-Bek drain, which represents the main source of water pollution along the Damietta branch of the Nile River, receives about 600,000 m 3 (158,503,200 gallons) daily of untreated domestic, agricultural, and industrial wastes. The main purpose of this research consisted of investigating alternatives of managing water quality at the Damietta branch; a comparison was conducted between the current situation and two proposed scenarios. The first scenario involved changing the effluent path of the Omar-Bek drain to another drain is called "Main Western drain". The second scenario centered around improving water quality at the Omar-Bek drain by constructing a WWTP with a design capacity of more than 150,000 m 3 /day (39,625,800 gallons) and by improving water quality at this drain by increasing the efficiency of WWTPs that discharged daily about 60,000 m 3 (15,850,300 gallons) of partially treated wastewater to the drain. The current situation and the two proposed scenarios were simulated by using river pollutant (RP) modeling. It was concluded that the Omar-Bek drain has no significant effect on the Damietta branch water quality and that, instead of changing the path of the drain, improving the efficiency of the existing WWTPs discharging to the Omar-Bek drain and preventing the direct discharge of domestic wastewater to the drain will provide the most effective ways of increasing the water quality of the Damietta branch.
Materials and Methods
The study area encompassed about 119 km (73.94 miles) of the Damietta branch and extended from upstream of the Omar-Bek drain to Faraskour City. Figure 1 depicts a map of the study areas.
The concentrations of different parameters were simulated along the study area at the Damietta branch for the current situation and the two proposed scenarios (changing the effluent path of the Omar-Bek drain and improving water quality at the drain) using river pollutant (RP) modeling. The RP modeling is a river water quality model uses mass balance and exponential equations to calculate different parameters at different points along the study area [7] . The parameters included is solved oxygen (DO), biological oxygen demand (BOD), chemical oxygen demand (COD), chlorides (Cl − ), total organic carbon (TOC), total suspended solids (TSS), total dissolved solids (TDS), pH, and temperature [7] . Equation (1) was used to calculate the flow downstream each pollution source. Equation (2) was used calculate the value of pH downstream of each point source, while Equation (3) was used to calculate the values of TDS, Cl 
Assumptions associated with the calculations procedure included a steady-state concentration and a complete mixing along the Damietta branch, as well as first order decay equal to 0.1 day −1 at 20˚C [7] . Equation (4) was used to estimate the decay rate at any water temperature [11] .
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where 20 C K  = decay at 20˚C and T = temperature. The exponential equation was used to calculate the concentration of different parameters at any point located downstream each point source [12] , see Equation (5) .
where C = pollutant concentration at any point located after the point source, mg/L; C o = pollutant concentration immediately downstream of the injection point, mg/L; x = distance downstream of the injection point, m; v = velocity in the river, m/day; k = first-order decay constant, day −1 . Before the RP modeling was run, water samples were collected upstream of the Omar-Bek drain and from three point sources located along the branch: the Omar-Bek drain, Talkha power station, and Kafr Al-Batek power station. Analysis of the water samples included determination of the levels of the TOC, TDS, TSS, BOD, COD, pH, Cl − , and DO. The samples were analyzed for different parameters according to the standard methods for wastewater analysis [13] . The HM digital TDS meter was used to measure the TDS concentration in the field. For quality control purposes, a solution with known concentration allowed assessment of the accuracy of measurements. The WTW multi 340i meter enabled measurement of pH and DO values in the field. Four buffer solutions with pH values of 4.0, 7.0, and 10.0 were used for the multi meter calibration. The meter automatically adjusts DO. Analysis of the other parameters took place in Egyptian Housing Building Research Center (HBRC) laboratory, located in Cairo city. This laboratory received an ISO 9000 award for quality assurance. The chlorides (Cl − ) concentration was measured by applying ion chromatography method 4110B. For quality control purposes, the sample loop and the needle were flushed with 250.0 mL of deionized water; the temperature of the column was set at 30˚C. After running occurred, the time and the resolution of the peaks were checked. The time and the resolution of the peaks must approximate those of the chromatogram of the column. The 5-day BOD Test 5210B was used in the determination of the BOD concentration in wastewater samples. For quality control purposes, the research protocol included the following procedures: 1) In seed control samples tested after 5 days of incubation, a minimum residual DO of 1.0 mg/L and a minimum DO depletion of 2.0 mg/L were required; 2) the glucose-glutamic acid solution and the dilution water were tested and compared with the acceptable limits. Use of the closed reflux, titrimetric method 5220C enabled determination of the COD concentration in the samples. For quality control purposes, testing of a solution with known concentration ensured accuracy of the measurements. The TOC concentration was measured in the laboratory by using a Shimadzu TOC-4200 analyzer; an automatic calibration conducted by using dilution water as a standard solution ascertained the accuracy of the data. Test method 2540D was used for the determination of TSS. For quality control purposes, analysis of 20% of the total number of sample took place.
The other parameters needed to run the RP modeling included the flow rate and velocity upstream of the Omar-Bek drain, the flow velocity downstream of each point source, the flow rate at each point source located along the study area, and the distance between the point sources.
The variables in the three models were the data at the Omar-Bek drain. In the case of changing the effluent path, the Omar-Bek drain will not discharge water to the Damietta branch; therefore, the data from the OmarBek drain were excluded during the running of the modeling. Mass balance equations were used to estimate the concentrations of different parameters at the Omar-Bek drain after application of the second scenario (improving water quality at the Omar-Bek drain). The data for each scenario were separately entered to the RP modeling, and the modeling was run. Then, a graph for each parameter was created to simulate the pollutant transport along the study area. The next step involved comparing the analytical results of each modeling with water quality standards specified in Egyptian law 48/1982 and EPA standards [10] [14] . Finally, a comparison was conducted between the current situation and the two proposed scenarios to determine the most suitable scenario.
Results and Discussion
In case of the second scenario (improving water quality at the Omar-Bek drain), the concentration of different parameters at the Omar-Bek drain were estimated using the mass balance approach, as shown in following equations (summarized in Table 1 ):
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For the first scenario (changing the effluent path of the Omar-Bek drain), the data from the Omar-Bek drain were excluded during the running of the modeling. Water flow and characterization at the Omar-Bek drain for the current situation and the second proposed scenario, are presented in Table 1. The RP modeling was then used to simulate pollutant transport for the three scenarios.
Modeling Results
The simulations of the current situation and the two scenarios are shown in Figures 2-9. Figure 2 shows the predicted BOD concentration for the current situation and the two proposed scenarios along the study area. The BOD concentration upstream of the Omar-Bek drain measured about 2.0 mg/L, which agrees with water quality standards specified in Egyptian law 48/1982 and EPA standards (<6.0 mg/L) [10] [14] . After the Damietta branch received discharge from the Omar-Bek drain, the BOD concentration at the branch increased to 3.33 mg/L, a figure still within the limits specified by Egyptian and EPA standards. Consequently, discharge from the Omar-Bek drain did not significantly affect the BOD concentration. The highest BOD concentration was recorded directly downstream of the Talkha power station, where it reached 5.2, 4.13, and 4.6 mg/L for the current situation, the first scenario (changing the effluent path of the Omar-Bek drain), and the second scenario (improving water quality at the Omar-Bek drain), respectively; these levels also remained within the limits specified by Egyptian law and EPA standards. Applying the first scenario will reduce the BOD concentration from 3.33 to 2.0 mg/L downstream of the Omar-Bek drain; while applying the second scenario will reduce the BOD concentration from 3.33 to 2.50 mg/L (see Figure 2) . Consequently, applying both scenarios has a minor impact on reducing the BOD concentration in the Damietta branch. Figure 3 shows the predicted DO concentration for the three scenarios along the study area. The DO concentration upstream of the Omar-Bek drain was approximately 6.10 mg/L, which agrees with water quality standards specified in Egyptian law 48/1982 and EPA standards (≥4.0 mg/L) [10] [14] . The DO concentration at the Damietta branch decreased to 6.0 mg/L after the branch received discharge from the Omar-Bek drain. Applying the proposed solutions will have a negligible effect on the concentration of the DO, where applying the first scenario is expected to increase the DO concentration downstream the Omar-Bek drain from 6.0 to 6.10 mg/L, while applying the second is expected to increase the DO concentration from 6.0 to 6.05 mg/L (see Figure 3) . Consequently, the Omar-Bek drain slightly reduced the DO concentration in the Damietta branch.
The water quality standard for TDS is 500 mg/L (Egyptian Law 48/1982 and EPA Standards) [10] [14] . The TDS concentration upstream of the Omar-Bek drain, 190 mg/L, met the water quality standards (see Figure 4) . After discharge was received from the Omar-Bek drain, the TDS concentration at the Damietta branch increased to 202.6 mg/L, a figure still within the limit specified by Egyptian and EPA standards. In the current situation, the TDS concentration along the study area remained within the limits specified in Egyptian and EPA standards. Figure 4) . Consequently, the discharge from the Omar-Bek drain did not adversely affect TDS concentration in the Damietta branch and applying the proposed solutions will have a slight effect on the concentration of the TDS in the Damietta branch. Figure 5 shows the predicted TSS concentration for the three scenarios along the study area. The water quality standard specified in Egyptian law 48/1982 and EPA standards for TSS is 20 mg/L [10] [14] . The TSS concentration upstream of the Omar-Bek drain was approximately 70 mg/L, which clearly exceeded the limits specified in Egyptian and EPA standards. The TSS concentration at the Damietta branch increased to 72 mg/L after the branch received discharge from the Omar-Bek drain. Applying the first scenario is expected to decrease the TSS concentration downstream the Omar-Bek drain from 72.0 to 70.0 mg/L. Consequently, applying the first scenario proved ineffective because the Omar-Bek drain slightly increases TSS concentration in the Damietta branch. Applying the second minorly reduces TSS concentration in the Damietta branch, where the TSS concentration downstream the Omar-Bek drain is expected to decrease from 72.0 to 69.50 mg/L (see Figure 5) . The proposed scenarios will not reduce the TSS concentration at the Damietta branch to the 20 mg/L water quality standard.
Egyptian law 48/1982 and EPA standards specify a water quality standard of 10 mg/L for COD [10] [14] . The COD concentration upstream of the Omar-Bek drain measured approximately 8 mg/L, a figure that meets the water quality standards (see Figure 6) . After the Damietta branch received discharge from the Omar-Bek drain, the COD concentration increased to 10.2 mg/L, which slightly exceeds the limits specified by Egyptian and EPA standards. Consequently, the COD concentration is not significantly affected by discharge from the Omar-Bek drain. The COD concentration reaches the standard limit at 5.8 km from the Omar-Bek drain. The highest COD concentration was recorded directly downstream of the Talkha power station, where it reached 14.12, 12.0, and 13.05 mg/L for the current situation, the first scenario, and the second scenario, respectively. Consequently, the proposed solutions have a minor impact on reducing the COD concentration in the Damietta branch.
According to Egyptian law 48/1982 and EPA standards, the pH value should range between 7.0 and 8.5 [10] [14] . Figure 7 shows the predicted pH value for the three scenarios along the study area. The pH value upstream of the Omar-Bek drain was approximately 8.2, a finding consistent with the water quality standards. After discharge was received from the Omar-Bek drain, the pH value decreased to 8.16, which remains within the limit specified by Egyptian and EPA standards. In the current situation, the pH value along the study area, range Figure 6 . COD concentration along the Damietta branch for current situation and proposed solutions.
Figure7. pH value along the Damietta branch for current situation and proposed solutions. between 7.96 and 8.2, was also found within the limits specified in Egyptian and EPA standards. Consequently, it is not necessary to change the effluent path of the Omar-Bek drain; it has only minor effects of pH of the Damietta branch. Applying the second scenario has also a minor impact on increasing the pH level downstream of the Omar-Bek drain, where the pH range between 7.97 and 8.2, as shown in Figure 7 . Figure 8 shows the predicted TOC concentration for the first scenario (changing the effluent path of the Omar-Bek drain) and the second scenario (improving water quality at the Omar-Bek drain by constructing a WWTP and by improving the efficiency of existing WWTPs) along the study area. The recommended TOC concentration in the Damietta branch is <5.0 mg/L [10] . The TOC concentration upstream of the Omar-Bek drain measured approximately 0.2 mg/L. The TOC concentrations at the Omar-Bek drain consisted of 1.8 and 1.62 mg/L for the current situation and for the second scenario, respectively. After the branch received discharge from the Omar-Bek drain, the BOD concentration at the Damietta branch increased to 0.24 and 0.23 mg/L for the current situation and for the second scenario, respectively. In the case of the first scenario, the TOC concentration upstream of the Omar-Bek drain is approximately equal to the TOC concentration downstream of the drain. Consequently, applying the proposed solutions proved ineffective because the Omar-Bek drain only slightly increases TOC concentration in the Damietta branch. Figure 9) .
The RP modeling showed that discharge from the Omar-Bek drain does not significantly affect pH, TSS, TOC, COD, BOD, DO, and Cl − values in the Damietta branch. Ezzat and Reham (2012) also concluded that the concentrations of heavy metals at the Omar-Bek drain and upstream and downstream of the drain did not exceed the permissible limits specified in Egyptian law 48/1982 [5] . Consequently, changing the effluent path of the Omar-Bek drain has a minoreffect on the water quality at the Damietta branch and will result in increasing pollution levels in the Main Western drain, which is used to irrigate different areas in the Kafr El-Sheikh governorate.
Cost Estimation
Cost, also an important parameter, requires consideration during the assessment of any proposed solution for managing water quality. The total cost of changing the effluent path of the Omar-Bek drain reaches about $25 million, which includes the cost of constructing a drain of 22 km. Because the Omar-Bek drain does not significantly affect Damietta branch water quality and because the cost of changing the path is high, it is recommended that the path of the drain not be changed and that these funds be directed toward more complex problems such as improving the efficiency of the existing WWTPs discharging to the Omar-Bek drain or solving the problem of water quality degradation at the Rosetta branch resulting from discharge from the El-Rahawy drain.
Conclusion
The RP modeling showed that discharge from the Omar-Bek drain does not significantly affect Damietta branch water quality. The results also showed that improving water quality at the Omar-Bek drain by constructing a WWTP and by improving the efficiency of existing WWTPs is more preferable than changing the path of the drain. Another recommendation for improving water quality at the Omar-Bek drain involves installing sewage networks to prevent the direct discharge to the drain.
